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------------POWER ENTRY OPTIONS------------

ONLY TB2 CONNECTION SHOWN

FOR CLARITY. APPLIES ALSO

TO S48 AND CB10
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TERMINAL BLOCK DISCONNECT SWITCH CIRCUIT BREAKER

L1 L3L2 L1 L3L2 L1 L3L2
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DENOTES OPTIONAL 

COMPONENTS 

AND WIRING

L3L2L1

TO TB13 LINE

B-SECT 

LOC AA07

TO TB13 LINE

B-SECT 

LOC AA07

TO TB13 LINE

B-SECT 

LOC AA07

WIRING FROM 

ELECTRIC HEAT

ASSEMBLIES IF 

APPLICABLE

WIRING FROM 

ELECTRIC HEAT

ASSEMBLIES IF

APPLICABLE

WIRING FROM 

ELECTRIC HEAT

ASSEMBLIES IF 

APPLICABLE

L3L2L1

LINE VOLTAGE

FIELD INSTALLED

LINE VOLTAGE

FIELD INSTALLED

LINE VOLTAGE

FIELD INSTALLED

POWERED GFI OPTION - 120V FIELD PROVIDED POWER SUPPLY IS 

  REQUIRED WHEN T29 TRANSFORMER IS NOT

  PROVIDED.

BRASS SCREW SILVER SCREW
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